The aim of this work was to investigate the influence of the addition of polypropylene, polyester, polyamide, aramid and aramid pulp fibers on the behavior of concretes subjected to high temperatures.
INTRODUCTION
Large fires have already severely compromised various structures throughout history (Metha and Monteiro, 2008) . Structural fire safety is one of the most important considerations that should be applied in constructions (Khalaf and Huang, 2016) . The behavior of concrete under the action of aggressive agents has long been the subject of studies in the fields of technology and durability of concretes (Petrucci, 1981) . Ma et al. (2015) , Haddad et al. (2008) , Cree et al. (2013) and Park and Yim (2016) showed that the high temperature is known to seriously damage the micro and the mesostructure of the concrete, what causes a general mechanical decay and even harmful effects at the structural level due to the cracking of the concrete and the exposure of the steel to the flames in case of fire. The behavior of a real fire is very different from most furnace tests. In a performance-based approach, a more realistic representation of fire can be used, what consists of a heating phase followed by a cooling phase until it returns to room temperature (Gernay and Franssen, 2015) . Real fire tests are important to understand the true behavior of concrete in fires, since conventional laboratory tests do not always reflect the behavior of this pathological situation. Just as the fire resistance of constructed structures is greater than that predicted from tests on individual element Revista ALCONPAT, 10 (1), 2019: 36 -52 Polymeric fiber reinforced concrete exposed to fire D. M. Dias, J. L. Calmon, G. L. Vieira 38 (Lennon et al., 2007) , it is observed that traditional methods of testing materials are more conservative than fire tests. The use of fibers in concrete has become popular, mainly because of the resistance to cracking, plastic retraction and increased tenacity, and, more specifically, the polymeric fibers give the concrete a better post-cracking behavior, prevent and control the formation and propagation of cracks and also avoid the phenomenon of spalling (Alhozaimy et al., 1996; Kurtz and Balaguru, 2000; Ezziane et al., 2015; Poon et al., 2004) . Already Pai and Chandra (2013) said a better understanding of the concepts behind fiber reinforcement, new manufacturing methods and new types of organic fibers have led researchers to conclude that synthetic and natural fibers can reinforce concrete. In a fire, the fibers melt at a certain temperature, which assists in the release of water vapor through the pores (Pliya et al., 2011) . The additional porosity and the small channels created by the melting of the polypropylene fibers can decrease the internal vapor pressure in the concrete and reduce the probability of spalling (Noumowe, 2005) , especially in high strength concrete. Lee et al. (2012) remember that the addition of fibers to concrete has been suggested by several researchers since the first documents discussed the fire resistance of concrete, like the ACI report in 1919 (ACI, 2019). However, the discussion about the positive influence of polymer fibers on the mechanical properties of concrete is not yet finalized because, although some studies indicate that fibers do not significantly influence or worsen the properties of a reference concrete, other studies have shown the opposite, before and after. After being subjected to high temperatures, the fibers can improve the mechanical properties of concrete, as demonstrated by Shihada (2011) and Drzymala et al. (2017) . Studies have shown that polypropylene fibers are effective in mitigating spalling in concretes exposed to high temperatures (Ezziane et al., 2015; Xiao and Falkner, 2006; Behnood and Ghandehari, 2009; Bangi and Horiguchi, 2012; Akca and Zihnioǧlu, 2013) and that the addition of polypropylene fibers is the most widely used method in preventing spalling in high strength concrete. Song et al. (2005) evaluated the effects of addition of nylon and polypropylene fibers and showed that the compressive strength of the concretes increased, respectively, 12.4% and 5.8% when compared to the concrete without fibers. Regarding to polyester fibers, and depending on the percentage used, the addition of fibers may contribute to the increase of the compressive strength of the concrete, as Suresh et al. (2014) concluded. In an ideal dosage, the polyester fibers improved the compressive strength and flexural tensile strength of the concrete exposed to high temperatures in the range of 150-250°C during intervals of 1,2 or 3 hours (Sekhar and Raju, 2017) . The addition of polyester fibers in the concrete can contribute to a failure delay of normal concrete when subjected to a sustained temperature range of 25 to 400 ° C (Suresh et al., 2014) . Aramid fiber is still uncommon for the construction industry (Çavdar, 2013) , showing that it can be better studied. Therefore, due to the existing gaps and the importance of the theme, the objective of this work was to investigate the influence of the addition of polypropylene, polyester, polyamide, aramid and aramid pulp fibers in the behavior of concretes subjected to elevated temperatures through different tests. For that, test specimens with fiber additions were made at a rate of 2 kg/m 3 . The samples were submitted to temperatures of 300°C, 500°C and 700°C in furnace, as well as at high temperatures through direct fire test. Short columns were also built and subjected to fire through a live fire simulator belonging to the Espírito Santo Fire Department -Brazil. Compressive strength, flexural tensile strength, splitting tensile strength, mass loss and ultrasonic pulse velocity tests were subsequently performed.
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Materials and mix proportions
For the preparation of the concrete, Portland cement CP III 40 RS, according to classification in standard (ABNT, 2018) was used. Natural sand of fineness modulus of 1.92 and maximum dimension of 2.4 mm was used as fine aggregate. Two types of granitic aggregate were used in the concrete as coarse aggregate, one of maximum size of 19 mm and one with 9 mm. A superplasticizer was used in the preparation of the concretes. Fibers were used at a dosage of 2 kg/m3. Such a dosage was mainly aimed at reducing the possibility of spalling and followed a tendency extracted from the study of the state-of-the-art of better fiber consumption (Poon et al., 2004; Behnood and Ghandehari, 2009; Kim et al., 2013; Lourenço et al., 2011; Bei and Zhixiang, 2016) , where the best results were obtained with rate at or very close to it. Typical fiber properties are shown in Table 1 . 
Specimen preparations
The proportion of the materials used to concrete mixtures is show in Table 2 . Six concretes were produced, the reference without fibers (NF), polypropylene fiber reinforced concrete (PP), polyester fiber reinforced concrete (POL), polyamide fiber reinforced concrete (NY), aramid fiber reinforced concrete (AR) and aramid pulp fiber reinforced concrete (AP). Revista ALCONPAT, 10 (1), 2019: 36 -52
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Cylindrical and prismatic specimens were molded according to NBR 5738 (ABNT, 2015a). The fresh concrete mixtures were tested for workability by slump test according to NBR NM 67 (ABNT,1998) . Reinforced concrete short columns with cross section of 20x20cm and height of 1.35m were made soon after. The specimens remained in moist cure for 28 days. After this period, the specimens were kept in a controlled environment (climatic chamber) for 7 days more with a constant temperature of 23°C and a relative humidity of 77%, close to the reality found in the state of Espírito Santo -Brazil. As the tests of high temperatures are influenced by the humidity and considering that the goal was to test the concrete as close to reality as possible, temperature and humidity control was performed. Conditioning specimens with the objective of providing the internal moisture condition similar to constructed buildings is indicated by ASTM E119 (ASTM, 2018).
Heating procedures
Before the mechanical tests, the specimens were submitted to high temperature tests in furnace and direct fire. In the furnace, the maximum temperatures reached for analysis were 300, 500 and 700°C. These temperature ranges analyzed (intervals where important transformations take place in concrete) follow a trend found in the state-of-the-art like, for example, Xiao and Falkner (2006) , Shihada (2011 ), Suresh et al. (2014 and Yermak et al. (2017) . In a previous study Dias et al. (2017) observed that at higher temperatures concretes lost their structural capacity. Regarding spalling, a phenomenon that occurs with concrete subjected to high temperatures, factors such as aggregate type, samples size, presence of additives, strength concrete and, mainly, heating rate, influence the appearance or not of spalling. In most cases a temperature higher than 700°C is required to spalling. However, temperatures above 500°C, added to other characteristics, are enough. For example, Akca and Zihnioglu (2013) said that explosive spalling was observed especially in nonfibrous specimens and began after 500°C. As the real fires in compartments, within its phases, presents an apex point and soon after the decay comes (Hartin, 2018) , in the tests performed, after reaching the maximum stipulated temperature, the furnace was turned off. The heating rate used was 10°C/min and the cooling was at room temperature for 24 hours. The furnace tests followed methodologies commonly found in the stateof-the-art for this type of laboratory tests (Ezziane et al., 2015; Poon et al., 2004; Pliya et al., 2011; Shihada, 2011; Pai and Chandra, 2013; Xiao and Falkner, 2006; Behnood and Ghandehari, 2009; Akca and Zihnioǧlu, 2013; Suresh et al., 2014; Sekhar and Raju, 2017; Bei and Zhixiang, 2016; Choumanidis et al., 2016; Sekhar and Raju, 2017; Srikar et al., 2016; Yermak et al., 2017) . In order to obtain results that could be compared with furnace heating, direct fire tests were also performed according to ISO 834-R (ISO, 2015) . To perform the test, the specimens were placed vertically on a steel grill of dimensions of (500x500) mm in a height of 100mm of the combustible material, leaving space between them to have direct contact with the fire. In the tests with real fire, as found in (Shihada, 2011) , the fuel material used was wood. The amount of wood used in each test was calculated based on a standard low-risk fire load of 300 MJ/m2 commonly found in apartments in Brazil (Espírito Santo, 2009; São Paulo, 2011; ABNT, 2000) , considering the caloric potential of 19 MJ/kg of wood in each burn. To start the burning, alcohol was used. Two K-type thermocouple sensors were placed in the device to gauge the temperature evolution. The Espírito Santo Fire Department -Brazil (CBMES) supported with knowledge and protective equipment in the realization of the real fire test. This test lasted 80 min, which practically coincided with the end of the combustible material, and the cooling was ambient. The furnace test and the fire test can be seen in Fig. 1 An imaging infrared thermometer was used before, during and after the high temperature tests. Mechanical tests of compressive strength, flexural tensile strength, splitting tensile strength were performed after the high temperature tests. Ultrasonic pulse velocities and mass loss were performed before and after the submission to high temperature.
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Polymeric fiber reinforced concrete exposed to fire Aiming to complement the analysis, especially of the spalling, tests were carried out with real fire in the short columns through one of the CBMES's live fire simulators. The chosen module provides extreme fire behavior within the first few minutes of fire. Ventilation was controlled through the front doors. The fire load stipulated was also low risk using plywood and pallets. The arrangement of the fire load and the columns in the simulator can be seen in Fig. 2 . The mounting followed firing patterns of the fire brigades and aimed to provide reality in the evolution of fire and uniformity of firing. Type k thermocouple sensors were inserted at 0.8m and 1.6m high in the container to gauge the internal temperature and a sensor was monitoring the external temperature.
A firefighter with all the necessary personal protective equipment started this simulation. See Fig.  3 for a sequence of photos of the test run. 
Test procedures
Compressive strength, flexural tensile strength, splitting tensile strength, mass loss and ultrasonic pulse velocity (UPV) tests were subsequently performed. Macro and microscale analysis were also performed on the specimens. The verification of the concrete submitted to high temperatures began with visual analysis, observing spalling, cracks and changes of color. Images of fragments of specimens at a depth of 1cm were generated through a scanning electron microscope (SEM), aiming to verify the interfacial transition zone between the aggregate and the mortar matrix, and especially the interaction of the fibers in the concrete and the permanence or not of them in relation to the high temperatures.
The concrete specimens were subjected to the compressive strength test following the procedure of NBR 5739 (ABNT, 2007) after being submitted to high temperatures. The flexural tensile strength was carried out in accordance with the standards found in NBR 12142 (ABNT, 2010), in which it this test method covers the determination of the flexural strength of concrete by the use of a simple beam with third-point loading. In order to complement the analysis of the destructive mechanical tests, the splitting tensile strength test was also carried out. The test followed the regulations of NBR 7222 (ABNT, 2011). The mass loss was obtained by the ratio between the difference of the mass of the test specimen before and after being subjected to high temperature and the mass before burning, the result being presented in percentage. The non-destructive tests to determine the propagation velocity of longitudinal waves obtained by ultrasonic pulses through concrete specimens were performed based on NBR 8802 (ABNT, 2013) , where direct transmission between the transducers was used.
RESULTS
It was performed a statistical analysis of the results obtained in the tests to verify if there is a statistical difference in a 95% confidence interval, which reflects a level of significance of 0.05. The analysis of variance (ANOVA) was used, followed by the Tukey's multiple comparisons test. At first, the results of high temperatures in the furnace were analyzed separately and in a second moment the comparison with the fire test was carried out. There was no spalling in any test specimens tested. As temperature and humidity were controlled in the cure, it was verified that under normal climatic conditions found in Espírito Santo -Brazil the spalling was mitigated, even in the case of concretes with strengths greater than 50 MPaconcrete class II (ABNT, 2015b). From an overall analysis, as will be seen in the following topics, greater percentage losses were observed after the 500°C range. This is explained by the fact that heat passes through the interior of the test specimen and by the transformations of the microstructure of the concrete occurring during heating and are more damaging after this range (Ma et al., 2015; Castellote et al., 2004; EN Eurocode, 2004; Khoury , 1992) .
Microstructure of the concrete
From the generated images, the interaction of the fibers was considered satisfactory. In the furnace tests in the range of 700°C it was not observed the presence of fibers in any concrete, which was to be expected, since the melting point of the all fibers did not exceed 500°C, as seen in Table 1 . The Fig. 4 shows the concretes after being subjected to a temperature of 500°C in furnace. It is observed that PP and POL did not contain more fibers after 500°C, that the AR and AP did not lose the fibers in their totality and in the NY there was the partial fusion of the fibers. The temperature applied was 500°C, but it is worth remembering that the heat in the concrete goes through conduction and that is the reason why some fibers of the inner part of the NY remained and others not, that is, at the analyzed point the internal temperature of the concrete was close to 260°C. The arrows in Fig. 4 show this information.
Later it will be seen that NF and AP were the concretes that presented spalling in the live fire simulator test. Correlating with the MEV test it is verified that the lack of porosity to release water vapor influenced the spalling of NF. In the AP, the high fibrillation of the aramid pulp, the surface concentration and the fact that it did not melt were determinant factors for not increasing the porosity of the concrete. More explanations will be given in the topic of Fire test in live fire simulator.
Fire test
The type K thermocouple sensors gauged the behavior of real temperature evolution over time in the grill fire test and live fire simulator test. It is observed that the behavior is quite different from the standard ISO 834 curve of an electric furnace. Such a difference can be seen in Fig As shown in the graph, in the grill fire test there were the phases of the compartment burning, in other words, the tests showed the ignition point, growth phase, with or without generalized burning, apex and decay due to lack of material fuel. A behavior different from that found in furnace assays. Another divergent point is the heating pattern of the specimen. Heat is passed by conduction to the specimen. In a fire, the fire front most of the time has a pattern. In furnace burning all sides transfer energy equally to the test specimen. In Fig. 6 it is observed in thermograph images how the heat is passed in the two types of tests performed. The Fig. 6(a) shows a well-defined temperature gradient, showing hotspots in the lower part of the specimen, where the fire load was concentrated. Already Fig. 6(b) shows that the heating of the specimen is almost uniform, which was expected, the furnace heat on all sides. Most real fires have a definite fire front, i.e. grill fire test was most effective in this aspect. Another important information is that even the grill reaching temperatures higher than the furnace at 500 ° C, for example, the temperature of the specimen face in furnace was bigger than the specimen in grill, showing that the radiated thermal energy of the furnace is higher. Tests of concrete submitted to elevated temperatures through electric furnaces can be reproducible, but do not represent the reality of a compartment fire and are much more severe than fire tests with finite charge material. Revista ALCONPAT, 10 (1), 2020: 36 -52
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The compressive strength data of the concretes tested in furnace were submitted to ANOVA. It was observed that the isolated effect of the concrete type (NF, PP, POL, NY, AR and AP) and the temperature variation (23, 300, 500 and 700°C) were significant, as well as the interaction between the two variables. Fig. 7a shows the compressive strength as a function of the temperature of the concretes analyzed. Analyzing the furnace test, it is observed that from 23°C to the 500°C range there is almost no change in the compressive strength. At 700°C there is an average fall of approximately 50.2% of this mechanical property when compared to ambient temperature. This behavior can be explained by the range of temperature that occurs the important transformations in the concrete, as shown by Castellote et al. (2004) . After ANOVA it is concluded that there is a difference between the concrete groups submitted to different temperatures, however, only with this analysis it is not possible to point out if the difference occurs within the group or between the groups. A multiple comparison test can be used when there is a difference as it completes the analysis by comparing and then showing the result of all combinations of mean pairs. Tukey's multiple comparisons test was used. After the Tukey's multiple comparisons test conclude that:
• The compressive strength of the NF did not change until the 300°C range. The PP presented the same behavior;
• The resistance of the POL did not change until 500°C;
• Up to 300°C the NY compressive strength is the same. Between 300-500°C there was no change in resistance. The AP had the same behavior;
• For the AR between 300-500°C the compressive strength is the same, as the value at room temperature is the same as at 500°C. Analyzing the grill fire test, the results show that the effect of high temperature through furnace is more severe to concrete. Although the final temperature of the fire test reaches almost 700°C, the obtained values of compressive strength in furnace at 700°C are an average of 55% of the grill fire test results.
Flexural tensile strength
When performing the ANOVA, it was observed that the fibers and the temperature independently influence the behavior of flexural tensile strength in the concrete. The temperature was the variable of greatest impact followed by concrete type (addition of fibers), but the interaction between these two sources of variation, concrete type and temperature, was not significant, since the P value was higher than 0.05. Revista ALCONPAT, 10 (1), 2019: 36 -52
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Splitting tensile strength
It was observed that there was no change in the result up to the range of 300°C and after that, when compared to the ambient temperature, the average value of the splitting tensile strength down 12.9% in the range of 500°C and 65.2% at 700°C. It presented significance when the variation sources of concrete type and temperature were analyzed independently, as well as the interaction between the variables was significant with a 95% of confidence interval. Fig. 7b shows the graph of the splitting tensile strength as a function of temperature. It was observed that NY, AR and AP had higher averages than NF, PP and POL. Even though it is a test that may present greater variations of results than the other two tests presented previously (compressive strength and flexural tensile strength), it is worth pointing out that the fiber characteristics may have influenced the results. It is verified that over again the temperature was the variable with the greatest impact. After multiple comparisons tests, it is verified that at 700°C there is no difference between the analyzed concretes. It is suggested that the orientation of the fibers may have interfered in the results, because in this test the POL obtained the lowest average result while the AR obtained the highest. In the compressive strength test this logic was inverted, in other words, the POL obtained the highest average result and the AR the worst. Because these cylindrical specimens were molded under the same conditions, it is hypothesized that the orientation of the fibers may have influenced the result. It is verified that the results obtained in grill fire test are close to those obtained in furnace at 500°C.
Mass loss
The mass loss results were significant for a 95% confidence interval. From the 300 ° C the temperature already influences the loss of mass of the concretes tested. Both in this temperature range, where the great mass loss corresponds to the free water, and at 700 ° C, where all free water has already been released, many chemical transformations have already occurred, considerable cracks have already appeared and the concrete has already lost a large part of its structural characteristic [4] . In the range of 500 ° C it is verified that NF obtained the smaller loss of mass than the other concretes. This temperature range is enough to melt a large part of the fibers, providing the expected increase in pores, but not yet enough to perform all the chemical transformations of the concrete. The graph of mass loss as a function of temperature is in Fig. 8a . Revista ALCONPAT, 10 (1), 2020: 36 -52
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Although the final temperature of the grill fire test reaches almost 700°C, the concrete presents less loss than the concrete at 500°C in furnace, as can be seen in the results of mass loss and UPV. Fig. 8b shows the result of UPV. It is suggested the existence of cracks and even increase of the pores with the addition of temperature. By graphical analysis it was verified that up to 300°C there was no increase of cracks capable of presenting differences in the ultrasound analysis. The method of non-destructive testing to determine the speed of propagation of longitudinal waves, obtained by ultrasonic pulses through a component of concrete, its main applications detection of internal concreting flaws, depth of cracks and other imperfections (ABNT, 2013) . Due to the heating rate, the maximum temperature reached and the cooling used, at 300 ° C, no moisture loss was detected. At 500°C the NF exhibited higher velocity than the concrete with fibers and the temperature of 700°C was enough to have the same result in all the concretes analyzed. These numbers show that temperature is not the only variable that significantly influences the results of the same concrete after severe conditions, since heat flow, fire front and fire load are essential to determine behavior. Furnace tests, which are important for the sake of comparison, do not represent the reality of a real fire and other tests, such as the fire test, may complement the analysis.
Ultrasonic pulse velocity

Fire test in live fire simulator
In the Fig.9 are shown the temperature indices as a function of time of each of the sensors that monitored the fire in the live fire simulator. The mean temperature in the sensor outside the container was 42°C. It was observed that, in fact, the fire had an extreme behavior in the simulator, since in just 6 minutes after the fire began the temperature in the container reached its maximum range of 786°C in the sensor located at 1.60m. The first 2 minutes were of slow burning only in the center of the ignition of the material and of much release of white smoke (water vapor from the wood). With 4 minutes of simulation there was already widespread burning of the center pallets and flame touching the ceiling. Up to 5 minutes it was clear the release of white smoke starting to turn gray. From there, the behavior began to change. Revista ALCONPAT, 10 (1), 2019: 36 -52
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In 6 minutes, the smoke was already light gray and already taking up the whole door. At that moment, it began to burn the wood from the bottom. At 10 minutes it occurred the general burn in the wood of the bottom and of the ceiling. At 11 minutes the smoke generated was already blurred, almost a khaki brown, which is an incomplete burning characteristic, which means, there was still a lot of combustible material being carried in the smoke. So much so that at this time of the test until the 12 minutes the smoke was burned with, even, the appearance of flames out of the container (this moment is called "flash"). That is why you can see almost a second peak of temperature rise in the upper sensor. After widespread burning, at 13 minutes the smoke was dark gray. At 23 minutes, slow burning only in the center (the reminder of the combustible material). Thereafter the temperature curve continues to decline. This is a real behavior of a fire. After the test and the total cooling of the site, the visual analysis of each column was performed in the following day. Fig. 10 shows the columns side by side. The signs made in the columns show the displacements that happened in some of the concretes. It was observed that NF exhibited the highest spalling, followed by AP. AR also showed a small spalling at the base. The pillars of PP and POL did not present spalling, that is, the damages were not observed in the visual analysis. These concretes only showed a burning mark from the wood. At least one phase of each pillar showed this soot mark, a very common feature found in fires due to incomplete burning of combustible materials. From this analysis conclude that the polymeric fibers decrease the incidence of spalling in the concrete and that the fibers with lower melting temperature are more efficient, because they melt at lower temperatures and open pores, thus releasing water vapor inside the concrete. High performance polymeric fibers, such as aramid, were not efficient in the spalling aspect. Aramid pulp, being smaller and creating more nets and fiber interlacements, did not melt before the 500°C range and did not release pores, offering resistance to the concrete. This fact was essential for the appearance of spalling. Fig. 10 also shows the detail of the most affected pillars. Both surface and edge spalling were observed in NF and AP too. As the main influences, besides the presence of the fiber in the case of PA, can mention the concrete permeability, thermal expansion of the aggregate, presence of steel and heating rate.
CONCLUSIONS
Based on the results of this experimental study, the following conclusions are drawn:
49
• Fire test with standard fire load may be an alternative or complementary analysis of concrete subjected to high temperatures, since the furnace tests do not represent faithfully the conditions found in a real fire in a compartment.
• Temperature is not the only variable that significantly influences concrete results after severe conditions, as heat flow, fire front and fire load are essential to determine the behavior, indicating that complementary testing is important for broad analysis. • Polymeric fibers decrease the incidence of spalling in concrete and fibers with lower melting temperature (polypropylene and polyester) are more efficient because they melt at lower temperatures and open pores, thereby releasing water vapor into concrete. The polymeric fibers considered as high performance, as in the case of aramid, were not efficient in the spalling aspect.
• Although the grill fire test reached a temperature close to 700°C, the concrete showed less cracking than concrete in furnace at 500°C. • In the mechanical tests performed after 700°C the results obtained were the same for all concretes, confirming that all the important transformations in the concrete have already happened, the fibers have already melted, and important cracks are already presented in this temperature range.
• The live fire simulator provided the most extreme behavior of the fire and it was possible to observe the spalling of concrete of some columns, showing an indication that type of cure, size of test specimen, presence of fibers and type of burning influence the behavior of the concrete exposed to fire.
